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SECTION A-A
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Size

Slope [degrees]

63
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SECTION B-B
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ancnm Calculation hole size Chimney 63-80

Dimensions des trous elliptiques a réaliser en fonction de la pente de toit pour les cheminées
de diamétre 630 et 800 mm.
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slope & 63 @ 80 slope 63 @ 80

140 714 | 692 | 894 | 867 200 737 | 692 | 923 | 867
15° 717 | 692 | 898 | 867 21° 742 | 692 | 929 | 867
16° 720 | 692 | 902 | 867 22° 747 | 692 | 936 | 867
17° 724 | 692 | 907 | 867 23° 752 | 692 | 942 | 867
18° 728 | 692 | 912 | 867 240 758 | 692 | 950 | 867
19° 732 | 692 | 917 | 867 25° 764 | 692 | 957 | 867
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